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MAT

MEK

MAT T2.1.B

T2.1.B

 1/8" = 1'-0"1111
01 LEVEL  TECHNOLOGY PLAN B01 LEVEL  TECHNOLOGY PLAN B01 LEVEL  TECHNOLOGY PLAN B01 LEVEL  TECHNOLOGY PLAN B

SHEET KEYNOTES

5 4'X4'X4' TELECOM HAND HOLE FOR CONNECTION TO
INCOMING SERVICES

6 (2) 2" CONDUIT ACROSS LINK TO APS

1 ROUTE CONDUIT ABOVE CLERESTORY CEILING

7 VOICE CONNECTION MOUTED INSIDE FIRE ALARM
ANNUNCIATOR PANEL

4 OUTLET MOUNTED IN OVERHEAD SERVICE CARRIER

2 WIRELESS ACCESS POINT OUTLET.  MOUNT
ACCORDING TO ARGONNE WIRELESS STANDARDS
DOCUMENT.

3 ROUTE CONDUIT TO OUTLET LOCATION FROM
BELOW AND INTO HALF WALL.  DO NOT EMBED
CONDUIT IN FLOOR SLAB.

8 CONNECTION FOR BAS CONTROL PANEL.  COORDINATE
MOUNTING LOCATION WITH BAS CONTRACTOR.

9 (2) 4" CONDUIT FROM TELECOM HAND HOLE FOR
INCOMING FIBER OPTIC AND COPPER CABLING.

10 OUTLET MOUNTED IN SERVICE COLUMN.  COORDINATE
MOUNTING LOCATION AND HEIGHT WITH LAB DETAILS.

11 OUTLET MOUNTED IN CEILING.  COORDINATE LOCATION
WITH CEILING MOUNTED PROJECTOR.

12 OUTLET FOR WALL MOUNTED FLAT PANEL DISPLAY.
COORDINATE FINAL LOCATION AND ELEVATION WITH
AUDIO/VISUAL INSTALLER.

13 CABLING IN THIS ROOM SHALL ROUTE TO CLOSET O119
AND TERMINATE IN PANELS MOUNTED IN WALL MOUNTED
EQUIPMENT CABINET.
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